STREET VIEW RENDERING

Recommended site & H-E-B parking lot - street view of proposed conditions




AERIAL VIEW RENDERING
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Recommended site & H-E-B parking lot — aerial view of proposed conditions

P




REQUEST FOR APPROVAL  cps(

Project team requests Board approval to:
« Purchase the strategic site
« Execute property exchange and shifted layout
with H-E-B
« Execute planning and construction of the Project
o Acquire associated right-of-way/easements

Board approval requested "
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A 145 kV class GIS operated at 115 kV located in an
enclosure in an urban area (high-side arrangement)

Safety
o Arc-flash proof

®
pPsS@
Security

o Physical security increased as system is in a building
Environmental

o Protect against external wild life

o Less impervious cover (drainage)

o Sensors continuously monitor insulating gas
Reliability/Resiliency

o Not susceptible to external elements

o No major maintenance for 25 years under normal
operations conditions

o Operating life cycle greater than 50 years
Affordability

o Less property required provides cost savings

o Higher initial capital costs but lower O&M costs

o Cost savings of displacing of residents & businesses




CUSTOMER FEEDBACK cpsey

« *According to the National Institute of Environmental Health Services (NIEHS):

« EMF exposure exists in homes and workplace

o 60 Hz is low frequency energy perceived as harmless

o No consistent pattern of biological effects from exposure to EMF has
emerged from laboratory studies

o EMF produced by substation equipment is typically indistinguishable from
background levels beyond the perimeter

« Existing 4.5 mile long transmission line adjacent to site across rail road tracks
 No federal or state EMF regulations exist

« Recommended shifted layout provides a spatial buffer

* https://www.niehs.nih.gov/health/topics/agents/emf/index.cfm



https://www.niehs.nih.gov/health/topics/agents/emf/index.cfm

PUBLIC INVOLVEMENT cpsey
OPEN HOUSE INITIAL FEEDBACK

Electric & Magnetic Fields (EMF)
Traffic

Runoff & Drainage

Aesthetics

District 1 Councilman Roberto Treviio facilitated a meeting on

October 29, 2019 with Monte Vista Terrace neighborhood association




PUBLIC INVOLVEMENT

NEIGHBORHOOD ASSOCIATION Cps
ADDITIONAL FEEDBACK
« Lighting « \Vegetative wall
* Noise « Alternative site
« Radio interference « Spatial buffer
« Pocket park/green « Shifting site onto
space neighboring property

District 1 Councilman Roberto Trevino facilitated a follow up
meeting with Monte Vista Terrace neighborhood association on

Jan. 28, 2020




NEXT STEPS CPSy

« Notify customers of project approval Mar 3, 2020
& details of addressing Board public
input session feedback

Project Manager will continue updating the

community throughout the life of project




